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Abstract

:

Recently, the energy demand and supply situation in the Republic of Korea (ROK) has been largely affected by the fluctuations in the energy markets around the world. Such a situation has provided a basis for requiring improvements to power plant facilities. The automatic generator voltage control systems in large-scale power plants are adopting a rapid-response static excitation method to improve the transient stability. A domestic commercially developed large-scale triple-redundant excitation system is currently operated by the 1000 MW-class nuclear power plant and its efficiency has been verified at the same site. However, such a system is too costly for smaller power plants so that a reliable and low-cost redundant digital excitation control system was developed and introduced in this study to resolve the cost problem. The system has improved its stability and reliability at the same time through double (redundant) configuration. Additionally, the system’s performance was put to the test by conducting a series of control function tests after applying it to the gas turbine used in a thermal power station. This study includes the development of system hardware, simulations as well as on-site experiments and each element was validated as a result. Also, the study discusses and validates the method used for replacing the protective relays at the Kanudi power plant operating in Papua New Guinea. The replacement of 27 and 81 protective relays at the existing power plant was carried out as they did not function properly. New relays were installed after removing the power supply in the existing panel. The individual power output sections of new relays were connected in parallel with the existing properly functioning relays, as previous protective relays had only allowed monitoring without outputting the contents. Thus, the new protective system was designed to enable both existing and new relays to carry out the detection function. It was validated that the replacement was successful. The new system with the new relays is performing properly by protecting its power generator and preventing further accidents.
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1. Introduction


The 4th Industrial Revolution has been a widely discussed issue in the last few years and the subjects pertaining to current electric power supply systems are foundational to it. An undisruptive power supply is essential for motors functioning at nuclear, thermal, and wind power stations as well as motors in manufacturing factories. If the power is disrupted, an excitation system will kick in to prevent power failure before accident or damage can occur. The excitation system is part of the emergency diesel generator and produces adequate voltage and supplies the currents to the individual equipment regularly and evenly. Currently, digital excitation systems are being developed and installed in factories or power stations.



Meanwhile, the emergency diesel generator is a core facility for supplying power to cooling pumps/fans critical in cooling reactors at power stations including nuclear power plants. It automatically kicks in as soon as the reactor stops. The excitation system assumes the role of controlling the currents comprehensively to allow the emergency diesel generator to operate properly while maintaining a stable voltage.



Because of the tight requirements for the power plants, all the systems have to be highly reliable. The excitation systems are critical not only to the power plants but also to the smart factories in the 4th Industrial Revolution. An excitation system is one that steadily maintains or controls the output terminal voltage by supplying a DC current to the field winding. Since the existing systems cannot be maintained/repaired with the US-made controllers, a domestic controller was needed.



The excitation system commences its operation automatically when the reactor stops to restore the power within the power station. It also restores the voltage of the emergency diesel generator to its original state when it suddenly drops. Ultimately, an excitation system is the key piece of equipment which ensures that the emergency diesel generator, cooling facility, and reactor itself will function properly in emergency situations [1,2,3].



On the threshold of the 4th Industrial Revolution, the major electronic or communication companies in the Republic of Korea (ROK) are focusing their business on IoT technology. Especially, the smart home and the smart grid are giving them every chance to develop, test, and implement their cutting-edge technologies, introducing all sorts of related hardware on the market. Based on this situation, several electronics, communication, and power companies are showing an interest in constructing an IoT-oriented power plant and pursuing technological feasibility [4,5].



Due to many changes in global energy markets, the domestic energy supply and demand situation is also fluctuating. Although a domestic large-scale triple-redundant excitation control system is being operated commercially at the 1000 MW-class nuclear power plant, it is not easy to use it for smaller power plants because of its high price [6,7]. Foreign manufacturers like GE (Boston, MA, USA), ALSTOM (Saint-Ouen, France), ABB (Zurich, Switzerland), BASLER (Ahrensburg, Germany), and TOSHIBA (Tokyo, Japan) are leading the market for such systems, but they all use their own technologies and are reluctant to reveal the hardware and software necessary for maintenance, causing the operation costs to become even higher [8,9].



Also, the study discusses and validates the method used for replacing the protective relays at the Kanudi power plant operating in Papua New Guinea.



The existing protection relay is an analog relay and the new one is a multifunctional grid monitoring relay which primarily detects the changes in the grid frequency as well as a low voltage.



On the other hand, most of the existing analog excitation control systems manufactured in the 70 s and 80 s are aging rapidly and becoming obsolete. Also, necessary parts are now hard to find and costly. Another major problem is that domestic engineers cannot deal with the serious problems in those old foreign-made systems so that the power company has to bring technicians from abroad to fix the problem. This incurs additional expenses and delays in resuming power generation. Thus, we have developed a reliable and low-cost redundant digital excitation system to solve such problems.




2. Related Work


Automatic Voltage Generator (AVR) controls the level of terminal voltage of an alternator within a certain limit to cope with the changes in the system load [10]. The current power grids have a series of interlinked synchronous generators and generate loads while transmitting electricity in their networks. The Excitation Control System (ECS) plays a vital role during the operation of these generators and its functional diagram is shown in Figure 1 [11] where it the primary function of the ECS is controlling the terminal voltage. A few such reports were associated with the generator stators or rotors [12,13,14]. Also, The defects in power system components have been a serious problem in modern power systems and many system errors caused by such defects were continuously reported in the last few decades [15,16,17,18,19].



Accordingly, the research on the ECS fault detection methods is being carried out actively as the previous research results [20,21,22,23,24,25,26,27] were drawn from the simple excitation system models. For instance, in the research result of [25], a static load was used as the load generated in the power system whereas a 3-phase full-wave rectifier was supposed to be the exciter. In this research, neither generator nor exciter dynamics were considered when evaluating the performance. Yet, this and other similar research works have actually contributed to establishing some efficient methods for ECS operation but a more elaborate research should be conducted to find a better solution that will be useful in the actual large-scale networks. A transducer defect detection and mitigation method adaptable to ECS was proposed in [26] where an IEEE ST2A model was introduced but the model did not have any over/under-excitation (Block 4 & 5, Figure 1) limiters which would play an essential role in the steady and safe operation of synchronous generators. The Authors’ proposal of an excitation fault diagnosis and mitigation approach based on a Mamdani fuzzy inference is proposed in [27] but the parametric uncertainties have not been considered in the excitation system model.



Additionally, the model’s operation under the external influences/disturbances (i.e., transmission line defect, load variation, etc.) has not been considered. Commonly, the ECS generators create the problems in the power systems due to the problems associated with the transducer and the regulator. The former (Block 1, Figure 1) detects the terminal voltage and then rectify/filter it to a quantity VR (DC) following the level of the terminal voltage [11]. The open/short circuit faults due to the problem in the rectifier diodes or thyristors do not allow the transducer output VR to remain proportional to the terminal voltage but instead, its level will drop even to the zero level.



Meanwhile, the function of the regulator (Block 3, Figure 1) is amplifying the input signal to the level adequate for control but if the amplifier fails to operate, the regulator VR will be reduced even to the zero level. As such, both transducer and regulator faults have to be detected early as the former (latter) can cause over (under) excitation. Also, over (under) excitation could result in a large and instantaneous electrical surge (sag) leading to dangerous fluctuations in both current and voltage levels and finally affecting connected generators altogether. Also, such fluctuations could exceed the allowable generator voltage limits [28]. While a persistent transducer failure would also cause a system overheating because of high current, a persistent regulator failure may cause a leakage flux on the armature end causing overheating [29].



Many system stability research works deal with the IEEE standard excitation system model described in [30]. The research works include comparative analysis [31,32,33,34,35], power plant start-up simulation [36], and power system model estimation and verification [37,38,39]. Various types of excitation systems were developed within the framework suggested by the Excitation System Subcommittee of the Energy Development and Power Generation Committee (IEEE PES). There were four types of such a model in 1968 [40], and now there are 19 models of updated Std. 421.5. The others are introduced in [41]. The standard models are highly useful for the system engineers when they prepare for the data exchange and system operation studies. Also, they can be useful for the designers of simulation tools in developing efficient software. The 19 different types of models are designed based on three types of exciters such as Type DC (direct current commutator exciter, Type AC (alternator-supplied rectifier exciter), and Type ST (static exciter), depending on the variability of each type of exciter. The development of three universal models for the excitation control elements is being proposed in this study.



The elements are individually associated with the direct current commutator exciters, alternator-supplied excitation systems with non-controlled rectifiers, and static and alternator-supplied excitation systems with controlled rectifiers. A common structure of an excitation system is shown in Figure 1, which is based on the general functional block diagram published in Std. 421.5 [30]. This structure was constructed with 3 primary elements described below.




	-

	
Summation point: the point where a control error occurs due to the voltage reference value VREF and the terminal voltage transducer output VC. The additional signal from power system stabilizer (PSS) output VS could be transmitted.




	-

	
Automatic voltage regulator (AVR): This has either a proportional character with lead-lag compensation (transient gain reduction) or employs a proportional integral and derivative (PID) control. The latter is digital and often used in European countries [42].




	-

	
The output VA of AVR: This feeds a field voltage or a field current in the manner described as an inner loop (Figure 1) that forms a dependency between AVR output VAandexciter output voltage EFD and current IFD linear, also compensating the changes in the supply voltage. Murdoch et al. suggested that FVR is rarely used for most of the potential source exciters [43]. Here, the regulator output VREG is equivalent to VA [44].









2.1. Generator Excitation Control System


The basic function of the excitation control system for the synchronous generators is to maintain the generator’s terminal voltage at a constant level or control it by supplying a direct current to the field coil. Although a synchronous generator can be regarded as a kind of generator model that takes kinetic energy and field current as input and generator frequency and voltage as output, it is also a model that can be influenced by the characteristic of load feedback. An excitation system is divided into a controller that assumes the function of output voltage control and a phase control rectifier that supplies a direct current after receiving the control signals from the controller [45,46]. The voltage controller part consists of a terminal voltage out regulator and a proportional plus integral regulator and should be able to protect the excitation system and generator by displaying the best performance within the limit of the generator’s capacity. The phase control rectifier supplies a direct current to the generator field system by converting an alternating current into a direct current in the excitation transformer. The excitation system should also be able to maintain a stable generator-output terminal voltage by automatically controlling field current in accordance with the changes in terminal voltage and reactive/active power of the synchronous machine within the range of continuous operation that can be performed by the synchronous generator [47,48].




2.2. Direct Current Excitation System


Currently, the direct excitation systems are hardly used for power systems as they are being replaced by rotary (alternating current) or static excitation systems. The direct excitation system uses the excitation power supply as its direct current generator and supplies necessary current to the synchronous generator through a slip ring [49,50,51,52]. Figure 2 shows generator output voltage control method for direct current excitation system.



The alternating current rotary excitation system uses an AC generator as the power source. In general, in such an excitation system, an exciter is connected to the turbine generator shaft and the output of the exciter passes through the phase control rectifier to generate the excitation current necessary for the generator field system [53,54,55]. Figure 3 shows generator output voltage control method for alternating current rotary excitation system.




2.3. Static Excitation System


The static excitation system supplies the current necessary for the field system through an excitation transformer and has a relatively simple structure compared to the alternating current excitation system [54]. Since this system is easy to install, it is used widely. Also, as it uses the power source of the generator output node as its power source, the range of operation control is limited and if there is a failure at the output node the power source will be lost, which can be considered as a negative factor [55,56,57]. Figure 4 shows generator output voltage control method for static excitation system.





3. Cost-Effective Redundant Digital Excitation Control System


3.1. Digital Excitation Control System Algorithm


The global power demand in recent years is continuously and rapidly increasing following the unexpected weather patterns and increased use of IT/ICT systems. Synchronous machines are used for power turbines, generators, transformers, and converters used at various types of power stations [58,59]. Figure 5 describes the architecture of the excitation system.



The operation of a digital excitation system is largely divided into four parts: Initialization, Control, Protection, and Communication.



The initialization can be achieved by calculating the levels of effective voltage and current, frequency, active power, and reactive power by sampling the signal data of the generator voltage and current along with the field voltage and current at 1800 Hz.



The control being largely divided into automatic control and manual control, the automatic control’s function is to control the automatic voltage regulator and the under-excitation limiter at 180 Hz whereas the manual control is used to apply a 360 Hz control loop to the field current regulator (FCR) and over-excitation limiter (OEL). The control function is suspended by the lockout relay (86) if the relay trips due to an overvoltage, abnormal frequency, or other unexpected causes.



The current condition of the system can be checked conveniently using a Human-Machine Interface (HMI) that facilitates real-time monitoring.



The system algorithm developed with C is described in Figure 6. It delivers control signals to the controller [24,25]. Based on the calculated signal, a DC current flows into the generator field system via the rectifier.




3.2. Simulation of Digital Excitation Control System


Figure 7 is a system’s test circuit and the performance characteristics of the redundant excitation system were checked using the ETAP (Electrical Transient Analyzer Program) for simulations. For the simulations, the system’s test circuit was created on condition that the electric power will be supplied to the on-site power system with Korea Electric Power Corporation’s (KEPCO) power system and generators. Figure 8 shows the OEL (Over Excitation Limit) modeling used for the digital excitation system. The OEL was designed to have a short-time field current overload function as specified in ANSI Standard C 50.13. This function is to prevent the overheating of the field circuit.



Figure 9 shows the simulation result when the OEL function was not used. For the experiment, the performance characteristics of OEL were tested by changing the system voltage by −10% through the ETAP program. The same experiment was conducted but with OEL this time. Figure 10 shows the current with OEL at −10% Impact in Grind.



For the experiment, the performance characteristics of OEL were tested by changing the system voltage by −10% through the ETAP simulation program. The same experiment was conducted but with OEL this time. The result is shown in Figure 11. The results (i.e., performance characteristics) from the above two experiments were compared. The current equivalent to 1.58 per unit (pu) was increased in the model without the OEL function but the latter experiment showed that the current value had increased momentarily but the system returned to a steady state after 2.5 s.



Figure 12 describes the UEL (Under Excitation Limit) modeling used for the digital excitation system. It was designed to have the characteristic of a limiter on a P-Q plane and set an UEL curve based on the user’s entry point. The design prevents a partial overheating of a stator core caused by a concentration of magnetic flux at the stator end when the generator is taking a leading phase operation. Also, on the generator capacity curve, the design sets the limit to be common with a tolerable range of leading phase operation considering system stability.



As in Figure 13, a simulation was conducted without using the UEL function. For the simulation, the performance characteristics of UEL were tested by changing the system voltage by −10% through the ETAP program.



The same simulation was conducted but with UEL this time. The result is shown in Figure 14. Also, Figure 15 shows the graphic comparison of the results obtained from the above two simulations. In the model where UEL was not used, the leading reactive power three times greater than the normal reactive power was generated but in the model with UEL, it surged momentarily but returned to a normal state after 1.0 s.





4. Field Test of Cost-Effective Redundant Digital Excitation Control System


The newly developed system was tested at the gas turbine facility in a thermal power plant. The test items consisted of six items and the details will be disclosed in this paper. Table 1 shows the specifications of a gas turbine at a thermal power plant.




	(1)

	
Test for establishment of initial voltage




	(2)

	
Test for establishment of initial current




	(3)

	
Step response test




	(4)

	
Under-excitation limit test




	(5)

	
Over-flux (V/Hz)




	(6)

	
Over-excitation protection









4.1. Establishment of Initial Voltage


At the state where the generator has not been synchronized into the power system (i.e., No-Load), an initial waveform was measured prior to initial maneuvering to study the changing trend of terminal voltages in Auto Mode of the excitation control system. As a result, it was confirmed that the system started to maneuver from “Soft Start (Generator Voltage)” by automatically deploying a field breaker when the speed of the gas turbine exceeds 95% of rated speed. The operation data to be instructed by the controller (i.e., generator voltage, frequency, filed coil voltage and current) were checked for their normality in advance. That is, it was possible to confirm that the generator voltage was established at 1.00 PU (rated voltage ratio). Figure 16 below shows the initial Build-up waveform of generator terminal voltage at this point. As the initial build-up of the digital redundant controller initiates a soft start, there won’t be any overshooting of terminal voltage so that the mechanical stress should be low. Also, Table 2 shows the specification of a gas turbine at the thermal power plant.




4.2. Test for Initial Current Establishment


In the Manual (FCR) Mode of the excitation control system, an initial waveform was measured to study the changing trend of terminal voltages. Similar to above experiment, a field breaker will be deployed when the speed of the gas turbine exceeds 95% of rated speed. The result showed that the generator started as a soft start and the field coil current ratio was 0.282 PU. Figure 17 shows the initial waveform of terminal voltage in manual mode. Also, Table 3 shows the specification of a gas turbine at the thermal power plant.




4.3. Step-Response Test


When the generator voltage has become the same as the rated voltage, the trends in generator voltage, frequency, field coil and current against the input step-up signal were observed. This is to test the response characteristics of the AVR system. First, a step-up was carried out at 0.03PU (3%) to see the response result. The 3% step-up signal is equivalent to 0.03 of AVR STEP_SIG (HMI). The next step-ups were conducted continuously at 0.05PU (5%) and 0.07PU (7%) and responses were checked. Figure 18 shows the waveform resulting from the 5% step-response test in auto mode.



After performing step-response tests, the field breaker was opened to secure reliability of the switching function of the back-up controller and after confirming the AVR mode, the generator field breaker was re-deployed to check whether the generator voltage initiates a soft start and its voltage rises to 1.0 PU. The results were satisfactory.




4.4. Under-Excitation Limit Test


The problem of overheating of the armature core end and the low generator stationariness occurs when the generator operates in a insufficient excitation area on a generator capacity curve. Figure 19 shows the waveform resulting from the under-excitation limit test.




4.5. Over-Flux (V/Hz) Test


Over-flux protection is also referred to as Voltage-Frequency Ratio (V/Hz Ratio) and is an element of a protection relay to monitor the flux of a transformer connected to the generator and its bus. For the equipment associated with electric power, it is essential to prevent over-magnetic flux being added to the core. If the flux becomes over-flux, leakage will be increase. Additionally, an eddy current will flow at the internal unstacked area. It is necessary to have a function that monitors the volume of internal magnetic flux. Although this function is included in the protection equipment, such a protection relay only has a single protection function like alarm or operation shutdown so that there is no active control function responding to the amount of magnetic flux. Table 4 shows V/Hz set values. Also, Figure 20 shows V/Hz trip time curve.



Thus, there is a control function in the excitation system for performing an active control prior to sounding an alarm or stopping the operation.




4.6. Over-Excitation Protection Test


The over-excitation protection function is implemented with the protection relays that operate individually under the off-line and on-line situations. The main purpose of this function is to protect the generator(s) from over-excitation and its protection characteristics have been designed according to the values specified in the ANSI C50.13 Rotor winding short-time thermal requirements. Table 5 shows set values for over-excitation.



Figure 21 shows the response time of an excitation system according to field coil currents. Set values were tested for their validity.





5. Cost-Effective Redundant Digital Excitation Control System and Test Bed Experiment at Kanudi Power Plant in Papua New Guinea


5.1. Test Bed Replacing Protective Relay at Kanudi Power Plant and Validation


As power systems in this era require a high standard of stability and reliability, this research focuses on the issues pertaining to the replacement of the protective relays at Kanudi Power Plant in Papua New Guinea and the effectiveness of its performance. 27 relays of No. 1 power generator unit failed to function properly due to system disturbance and this incident led to continuous failures in the connecting sections of the power system such that the replacement of relays was inevitable.



The voltage protection systems in most modern power plants are designed to operate normally even when the operating voltage drops to 95% of the standard voltage to prevent the power generator from overheating due to an instantaneous or unexpected voltage drop.



Even though the frequency protection function immediately starts its operation if a low-frequency state operation of power generator has been detected, some negative effects on the power turbine could be expected if the situation is not contained quickly. When the power generator ceases to operate because of some power facility or line failure, the quality of electric power becomes unstable due to the inadequate frequency level and such incidents affect the entire power system seriously, sometimes causing a total power plant failure.



The power relay circuit installed at this power plant is shown in Figure 22 and the relay works based on the signals transmitted from the contact breaker. The generator voltage is detected by the breaker and it is compared with both under-voltage and under-frequency limits set in advance. Should one or both exceed the tolerance level, the KS relay will immediately commence its operation to cease the operation to prevent further damage.



A testing jig is used to check the performance relays prior to their application on the actual system. The equipment that simulates a particular voltage or frequency is installed in this jig to confirm that the relays work without any problems. The levels of the voltage and the frequency are equivalent to the ones that will be generated in the actual power system. In the pictures below, Figure 23 shows the testing jig assembly and the testing equipment is shown in Figure 24, followed by Figure 25 where the voltage and the frequency inputs are described. Also, the specification of the diesel combustion power station in Papua New Guinea is shown in Table 6.



Meanwhile, Figure 26 shows the relay testing process and Figure 27 displays the operation status with the relay being tested. The settings for the relay were 87.4 Vac with 2 s delay. A voltage and a frequency should be entered in the way described in Figure 25 to achieve voltage reduction and measurement. The test result showed that the F-LED was lit as expected (Figure 28).



Figure 29 shows the performance of an under-frequency relay set at 48 Hz with 10 s delay. The same process was followed for the test as above, and as expected, the F-LED was lit again. Also, Figure 30 shows operation under frequency relay.



The resetting test for the under-frequency relay was conducted in Figure 31 with the same setting as above. In this case, although the frequency had increased, the relay performed normally after returning to a normal state within 10 s. Figure 32 and Figure 33 are the pictures of the panels before and after installing the relay, respectively.



Figure 34 shows a lamp which checks the relay’s operational state. For testing, a simulated signal was transmitted to confirm its normal state. Figure 35 shows the signal measurements taken at both ends of the contact breaker used. This signal was actually transmitted to the relay being tested.



The verification results of the protective relay replacement work at Kanudi power plant in March 2017 are described in this study. The replacement of relays (27 & 81) in the protective relay system were carried out because of their defects. The process of the replacement work is described in this study along with a software-based verification method. The defective relays were replaced after removing the power supply of the control panel. The individual power output sections of new relays were connected in parallel with the existing relays functioning properly.




5.2. An Environment Monitoring Application for Smart Devices of Java Android-Based Excitation System


Excitation systems at nuclear or thermoelectric power stations are quite expensive and need thorough simulations prior to a test run. Thus, in this chapter, an attempt was made in a way that the result of the simulations of the excitation system can be easily checked with an embedded application for the convenience of power station management and staff.



Figure 36 shows the environment monitoring application whose menu is located at the top left while the time and member information are positioned in the top right bar. This picture is a simulation screen that can be view with the application. The application structure wherein the resulting graph will appear once Start has been pushed after setting the simulation conditions has been implemented as well.



Figure 37 shows the UI pertaining to the application setting. The type of simulation can be selected from the first item. The second item, Windows, allows the user to set the number of windows to be displayed on the simulation screen. The last item lets the user determine which graph the simulation results should be represented with.





6. Conclusions


The contribution of this study is that simulations were performed for an excitation control system first to complete the framework. The algorithm and solution for controlling the excitation system by transmitting the necessary signals to the rectifier after performing a calculation based on the input values of generator voltage, field voltage, and current have been developed with the C language. The implementation results obtained from the Test Bed (Korea Western Power Pyeongtaek Combined power Station, Republic of Korea) validated that the proposed solution was effective and efficient. The successful replacement of protective relays at the Kanudi (Papua New Guinea) Power Station also confirmed that the systems have been operating organically. The Java Android-based application was developed to allow users to conveniently observe simulations or monitor the system operations.



The existing analog systems cannot check the progress (present value) but can only confirm the result. Also, most of their productions were discontinued so that it is impossible to replace them with the same new ones. The replacement system introduced in this study can check the present operating value anytime and has many benefits in the costs compared to the existing systems.



Thus, this study provides an alternative solution for existing excitation control systems. The design of the digital excitation control system introduced here can not only deal with the problems of analog excitation control systems but also offer more efficient operation/maintenance procedures. Also, the effectiveness of the proposed system has been validated through AVR and FCR operations where the system’s master and backup controllers performed properly as they were designed. For the functional comparison, one of the excitation control systems made by company A was chosen. The result of the overshoot transient testing showed that the generator voltage became stable rapidly at a speed of 60.3 ms. At the same time, the Automatic Voltage Regulator (AVR) and Under Excitation Limit (UEL) were controlled at 180 Hz, while the manual controls such as Field Current Build-up (FCR) and Over Excitation Limit (OEL) were controlled within the limit of six-pulse cycles forming a 360 Hz-control loop (60 Hz * 6 = 360 Hz). The elements such as AVR, FCR, Step Response, UEL, OEL, V/HZ Trip, and Over-Excitation Control worked properly as expected. In conclusion, the proposed digital excitation system can replace analog excitation systems and exhibits much better functionality with reduced possibility of malfunction often caused by noises. Also, its specification offers advanced protection and control functions based on the embedded real-time monitoring function. The excitation systems are divided into analog and digital excitation systems. This study covered the latter, and in the study, an Android application that can perform simulations and check overall operations performed at the testbed in Papua New Guinea was developed. The test results revealed that the testbed was successful. The system proposed in this study is capable of making an impact in achieving safe operation.
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	The ANSI
	American National Standard Institute



	AVR
	Auto Voltage Regulator



	Device number 27
	Under Voltage (IEEE Std C37.2-1996)



	Device number 81
	Under Frequency (IEEE Std C37.2-1996)



	ETAP
	Electrical Transient Analyzer Program



	FCR
	Field Current Regulator



	HMI
	Human-Machine Interface



	IoT
	Internet of Things



	ICT
	Information and Communications Technologies



	KEPCO
	Korea Electric Power Corporation’s



	OEL
	Over Excitation Limit



	OET
	Over Excitation Trip



	UEL
	Under Excitation Limit
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Figure 1. General block diagram of an excitation system. 
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Figure 2. Generator output voltage control method for direct current excitation system. 
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Figure 3. Generator output voltage control method for alternating current rotary excitation system. 
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Figure 4. Generator output voltage control method for static excitation system. 
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Figure 5. Excitation system architecture. 
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Figure 6. Digital excitation system algorithm. 
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Figure 7. System simulation circuit. 






Figure 7. System simulation circuit.
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Figure 8. OEL modeling. 
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Figure 9. Without OEL (Over Excitation Limit) at −10% impact in grind. 
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Figure 10. With OEL at −10% impact in grind. 
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Figure 11. Comparison of results. 
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Figure 12. UEL (Under Excitation Limit) modeling. 
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Figure 13. Without UEL at −10% impact in grind. 
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Figure 14. With UEL at −10% impact in grind. 
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Figure 15. Comparison of results. 
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Figure 16. The initial waveform of terminal voltage in auto mode (No-load state). 
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Figure 17. The initial waveform of terminal voltage in manual mode (No-load state). 
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Figure 18. Waveform resulting from 5% step-response test in auto mode (No-load state). 
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Figure 19. Waveform resulting from the under-excitation limit test (loaded). 
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Figure 20. V/Hz trip time curve. 
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Figure 21. Over excitation trip time curve. 
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Figure 22. A relay circuit. 
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Figure 23. Assembling a test jig to test the relay. 
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Figure 24. Testing equipment. 
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Figure 25. Entering voltage and frequency. 
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Figure 26. Relay testing. 
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Figure 27. Normal operation of relay. 
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Figure 28. Under voltage relay operation. 
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Figure 29. Resetting under voltage relay. 






Figure 29. Resetting under voltage relay.



[image: Processes 06 00085 g029]







[image: Processes 06 00085 g030 550] 





Figure 30. Operating under frequency relay. 
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Figure 31. Resetting under frequency relay. 
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Figure 32. The panel before installing the relay. 
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Figure 33. The panel after installing the relay. 
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Figure 34. Operation of protection panel. 
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Figure 35. Operation of VCB panel. 






Figure 35. Operation of VCB panel.
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Figure 36. The Android-based environment monitoring application for an excitation system. 
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Figure 37. The user interface pertaining to the application setting. 
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Table 1. The specifications of a gas turbine at thermal power plant.
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	Parameter
	Value





	Rated Capacity
	112,800 [KVA]



	Rated Voltage and Frequency
	13,800 [V], 60 [Hz]



	Field Voltage and Current
	300 [V], 900 [A]



	Power Factor
	0.9
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Table 2. The specification of a gas turbine at the thermal power plant (1).
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	Contents
	Terminal Voltage
	Frequency
	Control Signal





	Measurements
	13,785 V
	60 Hz
	1.337 [PU]



	Contents
	Field Current
	Field Voltage
	-



	Measurements
	288 A
	66 V
	-
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Table 3. The specification of a gas turbine at the thermal power plant (2).






Table 3. The specification of a gas turbine at the thermal power plant (2).





	Contents
	Terminal Voltage
	Frequency
	Control Signal





	Measurements
	12,637 V
	60 Hz
	1.335 [PU]



	Contents
	Field Current
	Field Voltage
	-



	Measurements
	254 A
	59 V
	-
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Table 4. V/Hz set values.






Table 4. V/Hz set values.





	Description
	P.U
	Actual Value





	Inverse Pickup 1
	1.12
	Generator voltage: 15.45 kV



	Inverse Pickup 2
	1.18
	Generator voltage: 16.28 kV



	Inverse Trip Time
	40
	-
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Table 5. Set values for over-excitation.






Table 5. Set values for over-excitation.





	Description
	P.U
	Actual Value





	Inverse Pickup 1
	0.432
	Field Current: 635.4A



	Inverse Pickup 2
	0.45
	Field Current: 380.7A



	Inverse Trip Time
	50
	-










[image: Table] 





Table 6. The specifications of a diesel combustion power station in Papua New Guinea.






Table 6. The specifications of a diesel combustion power station in Papua New Guinea.





	Parameter
	Value





	Rated Capacity
	16,087 [KVA]



	Rated Voltage and Frequency
	11,000 [V], 50 [Hz]



	Field Voltage and Current
	243 [V], 377 [A]



	Power Factor
	0.8











© 2018 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access article distributed under the terms and conditions of the Creative Commons Attribution (CC BY) license (http://creativecommons.org/licenses/by/4.0/).
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